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. Corrected Actions Accomplished, The
(%) A nursing home shall construet, arrange, and Maintenance Supervisor and Maintenance
maintai the condition of the physieal plant and Assistant removed the water stained ceiling
the Werg!ll ?‘i‘;sing Pﬂme en"-’ifg'nment in sucha tile in the break room and the broken
manner that the safety and welkbeing of the i
residents are assured. ceiling tile In the mechanical rocom by the

front offices and replaced with new ceiling
! tileson 7/30/12,

How We Have Identified Other Potential
Areas Affected by the Same Practice and
What Corrective Action Taken. The
Maintenance Supervisor and Maintenance
Assistant looked atall areas of the building
on 7/30/12 for broken and/or stained
ceiling tiles. None noted,

What Done to Ensure That the Practice
Does Not Recur. The Administrator in-
serviced all partners on 8/30/12 regarding
reporting any stained and/or broken
cafling tiles to be replaced by Maintenance.
The Corrective Action Will Be Monitored
To Ensure the Practice Will Not Recur.
The  Maintenance  Supervisor  and
Mainrenance Assistant will checl all areas

This Rule s not met as evidenced by:

Based on observations, it was determined the
facility falled to maintaln the overall nurging home
snvironment.

. The findings included:

1. Observation on 7/30/12 at 10:65 AM revealed
awater stained ceiling tile In the break raom.

12, Observation on 7/30/12 at 12:08 AM revealed
a broken celling tile in the mechanical room by
the front offices.

Thesa findings were acknawledged by the
maintenance staff and tha facillty administrator
i durlng the exit conferance on 7/30M2.

of the building weekly times 4 weeks for
stained or broken ceiling tiles to ensure
substantial compliance. The Maintenance
Supervisor and Maintenance Assistant will
continue to monitor ceiling tiles on an on-
going basis as part of regular preventive
maintenance. Results will be reported to
the QA Committee {Administrator, Medical
Director, Director of Nursing, Health
Information, and Assistant Director of
Nursing.
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